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TYPICAL PRECAST CONCRETE SEWER MANHOLE STONE AROUND (X) 2.0
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_ 1. THE CONCRETE CHAMBERS ARE MANUFACTURED BY E.F. SHEA CONCRETE OF WILMINGTON, MA (978—658—2645) OR EQUIVALENT.
3/4” CRUSHED STONE = 2. REFER TO MANUFACTURER FOR RECOMMENDED INSTALLATION GUIDELINES.
v S _ I 3. ALL RECHARGE BASINS MUST BE INSTALLED IN ACCORDANCE WITH ALL APPLICABLE LOCAL, STATE AND FEDERAL REGULATIONS.
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DEPTH FROM / / DEPTH FROM / / DEsPLEFAFcREOM DESCRIPTION PARENT MATERIAL: DEsPJ;FAFcT-:OM DESCRIPTION PARENT MATERIAL: N O TE S
SURFACE DESCRIPTION PARENT MATERIAL: SURFACE DESCRIPTION PARENT MATERIAL: TILL TILL
e Y e | 0.0'-0.3'| SANDY LOAM DEPTH To BEDROGK: 0.0-1.0’ DEPTH TO BEDROCK, 1. THIS PLAN SHALL NOT BE USED TO ESTABLISH PROPERTY
0.0-4.0 FILL DEPTH TO BEDROCK: 0.0-3.0 FILL DEPTH TO BEDROCK: >8.0° >6.8’
4.0-5.0° 265" 3.0—-4.0’ 272 0.3'-1.4"|  LOAMY SAND —— 1.0'=2.1° LOAMY SAND = LINES.
T DEPTH 10 GROUNDWATER: o QEPTH 10 GROUNDWATER: ce—so | Loamy SAND P o168 | oAy SAND | e A 2. FOR ADDITIONAL PROPERTY LINE INFORMATION REFER TO THE
5.0'-6.5"| MEDIUM SAND  |womes: _ 4.5° 4.0'-7.2"|  SANDY LOAM vormes: _ N/A T son: N /A R mone: 6.4 DEED IN BOOK 56582, PAGE 37 RECORDED AT THE MIDDLESEX
stanoing: N /A stanone: 7.5’ ’ S
weerne: 4.0 WEEPING: T weerine: __N /A weepine: __ N /A REGISTRY OF DEEDS.
w65 e B0 eswow: _ 8.0° esrows 6.4 3. THIS PLAN REFERS TO THE TOWN OF LEXINGTON ASSESSOR’S
MAP 11, LOT 31.
) _ == DTH K-3 DTH K-4 4. ZONING CLASSIFICATION: RO.
™ M — M 5. THE BORDERING VEGETATED WETLAND DECLINATION SHOWN
03/28/18 03/28/18
04/20/18 04/20/18 DEPTH FROW po—— — GEPTH FROW po—— — HEREON WAS PERFORMED BY DAVID BURKE, WETLAND
DESF:JT;FAE.;OM DESCRIPTION PARENT MATERIAL: D%PJ;FAF&OM DESCRIPTION PARENT MATERIAL: SURFACE TILL- SURTACE Tl LL. SPECIALIST.
TILL TILL ’ , —_— , , —_— )
0.0'=1.0’ FILL — 0.0'-2.0' FILL — 0.0'-2.0 DEPTH To BEDROCK, 0.0'-3.5 FILL DEPTH To BEDROCK, 6. THE PROJECT SITE IS LOCATED IN 'ZONE X — OTHER AREAS’
DEPTH TO BEDROCK:, DEPTH TO BEDROCK:’ >65 >35
10-20" >7.0 2.0'=2.5' >7.0 2.0°—-4.4’ LOAMY SAND —_— —_— AS SHOWN ON FIRM FLOOD MAP NUMBER 25017CQO411E,
U —Z. DEPTH TO GROUNDWATER: DEPTH TO GROUNDWATER:
O30 REPTL D GROUNMATES 2540 REETA IO CROUNIATES 44-65 |  LOAMY SAND omss: __4.0 womzs: __N/A EFFECTIVE ON 06,/04/10.
STAND.NG:_LZO’ 10—-70| SANDY LOAM — —LN A svone: __6.0" sone: 3.0 7. THIS PLAN IS INTENDED FOR DISCUSSION PURPOSES ONLY.
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APPROVED BY. WATERTOWN, MA 02471
LEXINGTON PLANNING BOARD
SCALE: 17 = N.T.S. DATE: 16 OCTOBER 2018
" , CLERK OF THE TOWN
OF LEXINGTON, MASSACHUSETTS HEREBY CERTIFY THAT Y PREPARED BY: THE JILLSON COMPANY, INC.
THE NOTICE OF APPROVAL OF THIS PLAN BY THE | DECLARE TO THE BEST OF MY P.O. BOX 2135
LEXINGTON PLANNING BOARD HAS BEEN RECEIVED AND PROFESSIONAL KNOWLEDGE, INFORMATION, AND FRAMINGHAM MA 01703
RECORDED AT THIS OFFICE AND NO NOTICE OF APPEAL BELIEF, THAT THIS PLAN WAS PREPARED IN ’
WAS RECEIVED DURING THE TWENTY DAYS NEXT AFTER ACCORDANCE WITH THE RULES AND (781) 400—-5946
SUCH RECEIPT AND RECORDING OF SAID NOTICE .” REGULATIONS OF THE REGISTERS OF DEEDS.” www.JILLSONCOMPANY.com
DATE:
TOWN CLERK DATE DATE SHEET 8 OF 9 JOB #2764
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